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PSA #1298, Lennox Gas-Fired Central Furnace

This memo provides my evaluation of the reported problem and the
adeguacy of the fix.

The product is a gas-fired central furnace made by Lennox Indus-
tries Inc. It uses a pulse combustion process and is a high efficiency
design which results in a Tow exhayst gas temperature (about 100°F) and
includes an exhaust gas condensate disposal system. The condensate
disposal system empties into an indoor drain. Exhaust gases are pre-
vented from passing through the condensate disposal system by a water
trap in the system. Exhaust gas is vented, via a PYC vent pipe, 2
inches in diameter. Pressure waves, created by the pulse combustion
process, force the exhaust through the vent pipe without the mechanical
assistance of a blower. Because the exhaust gas is at a positive
pressure, it may be vented horizontally through the outside wall.

The problem is caused by ice forming on the inside of the vent
pipe3 partially blocking the flow of exhaust gas. The back pressure is

is not sufficient to prevent combustion from occurring. If the vent
were totally blocked, combustion would cease due to the stoppage of the
incoming charge of fresh afr and a sensing element would detect the
absence of combustion and automatically shut-off the gas flow,

The company attributes this problem to extreme cold and windy
weather conditions, the low exhaust temperature (which is a characteris-
tic of a high efficiency furnace) and installation conditions of the
exhaust vents., A long path for the exhaust vent through an unheated
part of the home will result in cogler exhaust gas and increase the
chance for ice to form at the outlet during below freezing temperatures,
Also, recirculation of exhaust gas into the furnace air intake, also
Tocated outside, may cause short cycling of the furnace which will
aggravate the exhaust freezing problem.

The company is preparing to remedy this problem by:

1) adding insulation to the exhaust vent so that the exhaust gas
retains heat until released to the outside air,
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2)

3)

4)

5)

adding a pressure switch to shut-off the furnace at between
2-3/4 to 5 inch w.c., This is less than the 13 to 17 inch W.C.
in the condensate water trap,

adding an air gap on the condensate line to prevent syphonage
of the water trap,

adding a restriction orifice in the outlet side of the conden-
sate water trap to increase the time required to empty the
water trap, and

instruct dealers to follow factory guidelines in installing
the exhaust vent termination in relation to the combustion air
intake in order to alleviate the short cycling problem,

The company has reported that their operational testing of the fix
has demonstrated that the corrective measures are effective. I concur
that the fix, consisting of the five changes listed above, is techni-
cally adequate.
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November 1, 19R4

TO ¢ Nicholas Marchica, OPM ?7[//77

THRQUGH:y Peter W. Prauss, Asscclate Fxecutive Director, Health Sciences.&\eu

THROUGH: Warren K. Porter, Division Director, HSHIL wf—’a-’ﬁf\

FROM : Lori E. Saltzman, HSPS and Hugh L. Spitzer, HSHE
SUBJECT: PSAT #1347, Lennox Cas~Fired Central Furnace

We have reviewed the health information presented in the PSaA
Technical Evaluation Request of _1()}16/84 (# 1347), In brief, field
representatives of Lennox Industries, Incorporated, received twenty
incident reports on exhaust vents that had frozen part:ially shut on a
number of Pulse model furnaces in December, 1983 and January, 1984,
According to Lemnox, this resulted in exhaust gases being vented into
the houses (the presence of exhaust gas in these homes was not
documented). The attached report by Thomas Cocper, ESES to Marvinm
Everhart, CACA (dated September 24, 1984) provides an evaluation of the
specific problem and the adequacy of the fix proposed by Lennox
Idustries, Incorporated,

The information forwarded by you contained six reports indicating
injury and five additional incidents which may have resulted In injury.
Residents of all of these homes complained of nausea, headache, or
"feeling 111". Some of these individuals were examined by medical
personnel and some were given oxygen. According to the information
provided, none were hospitalized, and all were sent home without any
report of residual 111 effects. Although the information presented is

very- limited, the symptoms (especially where headache is involved} are
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compatible with carbon wmonoxide (CO) polsoning. The data presented,
however, do rule out other causea for these symptoms.

Table 1 summarizes the signs of intoxication produced at various
concentrations of carboxyhemoglobin (CO preferentially binds to
hemoglobin to produce carboxyhemoglobin [CoEL]) (Orzel and ﬁomble,
1980). The clinical findings may vary and all of these aymptoms do not

necessarily occur in 2il individuals exposed to carbon monoxide.

Table 1
SYMPTOMS ASSOCIATED WITH VARIOUS AMOUNTS OF

CARBOXYHEMOGLORIN IN THE BLOOD.

% COHb Symptoms
2.7 Iopairment of mental functions,
5.0 Visual impairment. Increased

impajirment of mental functions.

10.0 Tightness across forehead.
Headache, Dilatiop of cutaneous
blood vessels.

15,0 More severe headache. Visual
evoked response abnormal.

20;0 Throbbing hesdache. Nausea.
Manual dexterity abnormal,

30.0 Dizziness. Severe headache.
Nausea, Vomiting, Syncope.

40.0 Increased respiration and pulse.

50.0 Coma. Convulsions.

Adepted from Lowry, 1984

7S
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Agsuming that the symptomatology reported by the individuals uging
the Pulse model furnaces is related to €O, Tablé 1 suggests that these
individuals could have had COHb levels ranging from 10.0 te 20.0%7.
According to calculations by the Health Sciences staff (Spitzer and
Womble, November 1983, see attached graph), 20.07 COHb levels in the
blood could be reached in just over ome hour following exposure to 400
ppr CO.in approximately 3.5 hours after exposure to 200 rpm, or after
prolonged exposure to 100 ppm. COHb levels of 20% or more have been
assoclated with changes in cardiac function in normal individuals and
may be potentially lethal for some individuals, particularly those
suffering from dimpaired cardiac function. (Stewart, 1975; Spitzer,
January 1983; Spitzer and Womble, Jume 1983; and Saltzman, 1984).

To conclude, available information suggests the possibiiity that
gsome iIndividuals may have been exposed to CO released by these
walfunctioning furnaces. However, an assessment of the hazard presented
by such exposure would require more detailed case histories describing
any pre-existing and post exposure medical conditions, the percentage of
individuals affected from each household, and data on pollutant air

levels,
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UNITED STATES SOVERNMENT Y-S CONSUMER PRODUCT
| SAFETY CcaomMmission
ME! norandum o o WASHINGTON, 0.C. 20207

TO: Marvin Everhart - care 2 1 NOV 1984
THROUGH: David Thome, Director, CACA
THROUGH:  Nicholas Marchica, OPM 293¢/t
THROUGH: William H. King, Jr., Director, ESES‘)y%ﬂ(fpw
s . Py
FROM: Thomas Cooper, ESES ~/imiuen X 51%736/1,1

./
SUBJECT: PSA #1352 Lennox Gas-Fired Central Furnace

ES had found the Corrective Action Plan to be technically adequate
and this -had been reported to you in the ES response to PSA 1288 dated
September 25, 1984, PSA #1352 requests an assessment of the proposal by
Lennox to limit the application of the fix only to geographical areas
which experience extreme cold temperature because the problem has been
experienced only during extreme cold weather conditions.

The limiting criteria used by Lennox was temperature. A map of the
United States provided by Lennox illustrates those geographic areas (by
state) where the fix will be applied. It also identifies for each state
a minimum temperature and Lennox reports "According to the source of
that infoermation, Engineering Weather Data developed by tha Department
of the Air Force, there is a 99 percent chance that during the winter a
state will not experience temperature lower than those indicated on the
map", The lowest temperature indicated for those areas where the fix is
hot applied is 4°F above zero. :

The company has reported that the low temperature where the furnace
problems were experienced ranged from 20 to 30°F below zero,

Lennox is proposing to inplement the fix in those geographic areas
where the problems have been reported and other areas as indicated by
their map. Based on the information provided by Lennox, I concur with
their plan.
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.8, CONSUMER PRODUCT
BAFETY COMMISSION
WASHINGTON, D.C. 20207

UNITED STATES GOVERNMENT

Memorandum

T0: Marvin Everhart, CACA 9L oarz: 2 9 JAN 1985
THROUGH:  David Thome, Director, CACA
THROUGH:  Nicholas Marchica, OPM*“Z/y 77l

THROUGH: ~ William H. King, Jr., Director, ESES -
FROM:  Thomas Z. Cooper, ESES %%\
9

SUBJECT: PSA #1442, Lennox Industries ID 8571

This is in response to the above request for ES to evaluate the
information that was hand delivered to CPSC in & meeting on January 14,
1985 with Lennox. The information is contained in a letter from Lennax
to CACA dated January 11, 1985 and in handouts labeled A through F,

Lennox has submitted measurement data of CO Tevels in the furnace's
flue gas when the vent outlet is blocked. Their data shew a max imum
level of 310ppm CO which can be compared with the 400ppm CO maximum set
by the 121 voluntary standards.

Lennox also has submitted a calculation of CO concentration in a
home if the furnace were venting products of combustion into the home.
Their calculations include assumptions such as 100% venting of
combustion products intc the home, 400ppm CO concentration in the flye
gas, an air exchange rate of 0.1 per hour, and continucus operation of
the furnace for 2 days or more. The Lennox calculations predict that
the maximum Tevel of €O would be 192 ppm.

The PSA request asked ES:

1}  "are the assumptions valid and measurements accurate?"

2) “are the conclusion reached appropriate?”

3) "have steps been not taken in the.test that shouyld have
been taken that may have affected the conclusions?" and

4) "any questions for fim"?

In response to the above, I offer the following:

1) The set of assumptions used by Lennox are valid for the
purpose of predicting levels of CO.

The measurements made by Lennox of CO in the flue
products appear to be reasonable in the context of
finding out what levels could be present. if the vent
outlet were blocked. These levels fall below the max imum
levels permitted by the voluntary standard. 1 find no

52




2)

3)

4)

reason to question the accuracy of the measured data in
this case.

The Lennox conclusion related to the health effects of .
the carbon monoxide and the CPSC staff's preliminary
determination that the furnace presents a substantial
product hazard. I have no comment in this area.

The Lennox testing demonstrates the conditions necessary
to cause the water trap in the condensate line to siphon
dry and it provides data on the levels of CO in the
products of combustion when the vent outlet is blocked.
I do not believe that there were any significant
omissiens in their testing and I would not suggest
additional testing.

I have no question for the company.

g3
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UNITED STATES GOVERNMENT LS. CONSUMER PRODUCT
Memorandum WAsi&FSQN?gE’.W;@g:
;?mu g: f?iﬁ?ii‘i ggi’i’ Team Rep., HSPS, HS ﬁfﬁ PR 2

THRY * A.G.Ulsamer, Acting, AED, HS [\ 63

FROM ! W.K.Porter, Director, HSHL w}(/ﬁl

SUBJECT : Lennox Furnace PSAT#1347 and PSAT#1442

A previous communication to you dated 11/1/1984 outlined the typical
health effects and symptoms expected with exposure to various
concentrations of carbon monoxide (CO). These effects are fer "average"
People, any individual person may exhibit symptoms ar elther higher or
lower concentrations, Since no exposure information, actual or predicted,

occurred based on reported synptoms. These levelg correspond to prolonged
e€xpesures of between 75 and 175 parts rer million{ppm) CO.

The data submitted by Lennox, January 11, 1985, which are all
predicred concentrations, estimated CO concentrations of up to 200 ppm in a
Presumably very tight house (0.11KIF'Change per Hour (ACH)). These
predicted concentrations are in agreement with the reported symptoms.,

The Tennox submission also provided predicted CO concentrations at
other air exchange rates and furnace CO preducqion rates., The calculated

The Lennox corporation predictions appear to he reasorable., The fact thar
large numbers of complaints were not received indicates that the matority
of furnace installations do nmat cause discomfort or symptoms of €0 exposure
to become apparent or recognized and reported. There are, in any
population distribution, some heuses where the "realistic" or aversge
conditions used in predictions would not be met,

Several studles of air infileration rates (MAS Indoor rollutants;
Tndoor Air, Vol 4, Stockholm 1984) indicate that although air exchange

(Table 1). These data, in conjuction with Symptoms reported, indicate that
the reported €0 exposure problems zre not occuring in the "averape" house
in which a Lebrox furnace was installed but in some small subset of that
housing population. Thus the CO corcentration Lennox savas are "realistic"
are not germane to the incidents reported with Lennox irstallations.
Without specific house data for incident homes we must assume that the
incidents occurred in the low filtration rate subset of the houses where
Lemnox furnaces were installed.

During cur evaluation of unvented gas space heaters a nurber of deaths
were found where Bblood carboxy hemoglobin (COBb)Y levels were reported,
These data (Table 2) show the lovest level of COBL associated with desth
was 26% {exposure of 4 heurs or more ro 200-250 ppm). Other deaths ware
associated with COHb concentrations of up to 76Z, and occurred in reople
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from the ages of 19 years to 81 years. Our review of CO polsonings and
relevant literature concluded that COWb levels in the 16 to 20% (four or
more hours exposure to 100 ppm of CO) may be lethal to reople with severely
compromised cardiac function (R.D. Stewart (1975) Ann, Rev. Pharm. 15,
409-423)., COHb levels in this range may even be life threatening to some
normal individuais,

Since the reported symptoms are comsistent with exposure to CO
concentrations predicted by Lennox of between 75ppm and 175ppm, the

the fact that the affected housing population is not represented by the
"average" house bur is outside the normal range. This group, based on the
RAS report, may be between two and ten percent of the housing dtock,
Prolonged, unusually cold weather and adequacy of flue gas traps should he
considered in the assessment of hazard,
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Table 1 Reported Afr Exchange Rates

BAS Indoor Pollutants Air Exchange Rates (hr™l)

| City Average Standard deviation ¥ of houses with
0.0 to 0.25 AcH

Charlestowm,S,C. 1.2 0.86 5

Colerado Spr.,CO 0.82 0.51 2

Yargo, N.D, 0.77 0.57 10

Town Houses 0.06 to 2.0 — -

Indoor Air - Stockholm, 1984

Investigator

Wocds er, al. 0.37 0.43 —

Lawrence Berkeley

Laboratories 0.25 to 0.45 -— -
Harvard Univerasity 0,3 eo . . 0.41 —
0.72 0.55 _
Quackenbos er.al, 0.45 to 0.3 —
0.6 0.5 ——

Oak Ridge National
Laboratory 0.36 to 0.96 — ——
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Table ! summarizes the signs of intoxication produced at various
concentrations of ° carboxyhemoglobin (CO preferentially binds to
hemoglobin to produce carboxyhemoglobin [COHb]) (Orzel and Womble,
1980). The clinical findings may vary and all of these symptoms do not

neceasarily occur in all individuals exposed to carbon monoxide.

Table 1
SYMPTOMS ASSOCIATED WITH VARIOUS AMOUNTS OF

CARBOXYHFMOGLOBIN IN THE BLOOD.

% COHb - Symptoms
2.7 .. Impairment of mental functions.
5.0 Visual impairment. Increased

impairment of mental functians.

10.0 Tightness across forehead.
Headache. Dilation of cutaneous
blood vessels.

15.0 More severe headache. Visual
evoked response abnormal.

20.0 Throbbing headache. Nausea.
Manual dexterity abnormal.

30.0 Dizziness. Severe headache.
Nausea, Vomiting, Syncope,

40,0 Increased respiration and pulse.

56.0 Coma. Convulsions.

Adapted from Lowry, 1084
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UNITED STATES GOVERNMENT L.8. CONSUMER PRODUCT
SAFETY COMMISSION
Mer norandum WASHINGTON, 0.C. 2020%

TO : D. Thome, CA P _ 12 JUN 1985
THROUGH Eert Simson e

: ; - N
THROUGH : Andrew G. Ulsamer, P§.D., Es F0\(5(_

FROM Warren K. Porter, Act. Dir., HSPE fv Kf "}\

(3

SUBJECT CPSC Id. 85-19, Lennox Pulse Air

The letter from Mr. Harrvis dated March 26, 1985 provides little new
~information concerning the incidents of blockage of the flue and subsequent
leakage of combustion gases into the indoor environment. The letter ig
unique from the standpoint of Mr. Harris taking statements, cut of context,
from my evaluation of the Jaruary 11, 1985 Lennox submission and making the
most extreme inferences from those statements.

Based on data submitted by Lennox (Tanuary 11, 1985 letter) on furnace
emissions and calculations made by Lennox, it was my conclusion that the
incidents where adverse health effects would be observed would occur only
in homes with low air exchange rates, i.e. normally those descoribed
as "tight" houses. I further pointed out that one would expect, based on
several technical studies, that two to ten percent of the housing stock
would be likely to experience air exchange rates of 0.25 or less per hour.
Whether these would be "tight" houses from the type of construction used is
open to guestion; however,the 2-10% estimate in Table 1 of my ¥Feb, 15, 1985
memo to R, Marchika would be a natural consequence of random sampling. Mr.
Harris continues quoting (p 2) "'....the fact that large numbers of
complaints...to become apparent or recognized and reported', is simply
incorrect.” Mr. Harris states that Lennox believes that all incidents that
have occurred have been reported. I believe there are only two reasons an
incident would be reported:

1} Partial or full flue blockage with continuved furnace operation
and illnesses or discomfort occurring because of CO exposure or,

2} Partial or full flue blockage resulting in shut down of the
furnace.

A partial or full flue blockage with continued furnace operation and no
symptoms occurring would be unlikely to be reported since the owner would
have no idea that a malfunction had occurred. Mr. Harris concludes his
second paragraph, “Lennox reascnably believes that all incidents that have
occurred have been reported. In the same fashion, Mr. Porter's assumption
that the reported "incidents occurred in the low filteration rate subzset of
the houses where Lennox furnages were installed” is both incorrect and
unsupperted, ¥
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My assumption is based on both Lennox's data and thelr modeling which
indicate a low infiltration condition is necessary to obtain CO concentrations:
high enough to cause symptoms to be observed. Unless Lennox has new data
indicating high CO concentrations resulting in houses with infiltration rates
of 0.3 per hour or greater, I believe my assumption is reasonable and supported.
by the Lennox data and modeling. As indicated above, houses with higher air
exchange rates and a malfunctioning but operating furnace would not, on the
basis of the Lennox data, be expected to result in symptoms being exhibited.
Therefore, it is not unreasonable to expect that partial or total blockage af’
the flue could occur, could allow CO to escape to the living space, and
in situations of high infiltration, not result in CO concentrations leading
to symptoms. Although Lennox may not consider such situations as an incident,.
I cannot concur that such a condition is whar would be considered a normal
function of the furnace-flue system.

Mr. Harris cites data from my memo on occurrences of deaths from CO
poisoning as not supporting hazard of death from a partial or fully plugged:
flue. Such anecdotal data, which I cited, is simply an indication of a few.
reported, confirmed CO poisonings. It provides guidelines as to known
cases but cannot be used to define a population effect. NAS, in "Indoor
Pollutants" {(p. 351-353) comments on and supports the EPA standard of 9 ppm;.
8 hour exposure or 35 ppm, one hour exposure as appropriate standards for
protecting cardiac and peripheral vascular disease patients. These concentrations
are reasonably expected based on Lennox's data and modeling.

Mr. Harris believes the low number (22) of incidents supports the
Lennox conclusion that its dealer system is providing information on all
exhaust bliockage problems. This is speculative in that it does not provide:
a definition of a blockage problem and is irrelevant since it does not address-
the success in correcting the potential for future incidents of flue blockage..

Further, the symptoms and health effects discussed in reviews by Lennox and!
CPSC are for generally healthy individuals. The review by Spitzer and Womble
(1983) indicates potential symptoms and EKG changes at exposures to 15 ppm CO after:
5 - 8 hours and potential occurrences of death for severely compromised cardiac
patients after 4 hours exposure to concentrations between 100 and 200 ppm..
The NAS report, as stated above, supports control of CO concentrations to
9 ppm for 8 hours or 35 ppm for one hour as appropriate, for protection of
people with cardio-vascular disease. Since the Lennox data projects concentrarions:
between 4 and 48 ppm under "realistic" conditions and as high as 192 ppm for
low air exchange population subsets, adverse health effects or symptoms cannot. be:
discounted for some segments of the population.

In conclusion, I believe the data and modeling submitted by Lemmox.
supports my analysis of potential occurrences of CO poisoning symptomatology..
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Original and 2nd copy must be retwrned to Division Service Managery Ird copy for
dealer file. dp

536350 ogza7




SE%IFICATiON OF 614 COLD WEATHER QIT INSTALLATION:

OWNER DEALER

Name VLAY ﬂ\( E)CN &\C( Name N mSoind W ‘PC"]QM\{,‘«}&L
Address_<s o OA fas EY Voed — Address S04 N WGt Qe

City () Als v iy city Yk aoiy

State \\,u&fs H zip C1Gag (.  Statel DAy H - 7iph5Se

Model Number: 614-_(QA4-En— Serial Nmber: S 3 84 Ros =L,
INSTALLED .

Date_} 72 [}25/‘2‘4 By - —€ ‘f‘)w‘;(ﬁ/z A

Direct Labor Cost 52%—3_,__

Dealer Signature h gzjéééﬁiﬁn_,_
4 7

Original and 2nd copy must be returned to Division Service Manager; 3Ird: caopy for
dealer file.

VERIFICATION OF G14 COLD WEATHER KIT INSTALLATIOR

OWNER DEALER
name Y 1a 2UWN wWle (5ol Name}(;\\mmu Vel
radress A RdoweUigw  Address. 09 W, (B2 diUe

City \_zj A—L‘lmvlr City prp(’;ﬂu!r

State;\‘ﬁ\)rfb H 2ipGEar . statel Vd4s # ZipGfCi0 2.
Mode] Number: 614- (N ~{0)-! serial Number: < 5% Zm0 7237 ﬂ
INSTALLED ‘
wate 12 |126/RA o NCS Shiclucy
Direct Labor Cost 222,
Dealer Signature <:;~J:::/} <

Original and 2nd copy must be returned to Division Service Manager; 3Ird copy for
dealer file. [ﬁ/




- F [E ” ” aana’usrrfes Ire. F

VERIFICATION CF Gl4 COLD WEATHER KIT INSTALTATION

DEALER

OWRER
Name QN\\, HezANDEZ | vame iy W e eyl
padress VA 2(’ FUElt adaress “JO°] A {@L‘ﬁ A(/E—L

city _Citeopmit city Mﬂﬂ ek |
state LU 5 H- 2ipGEAO L state L5 H 2ip €50
Model Mumber: Gld- (R -4~ | Serial Number: STRID 0 21N
INSTALLED

pace 1 /2 /9T o LOES S bpey

Direct Labor Cost 37 2L

Dealer Signature \)’7‘)

Original and 2nd copy must be returmed to Division Service Manager; 3rd copy for
dealer file.

35350 002347

VERIFICATION OF G14 COLD WEATHER KIT INSTALLATION

OWNER DEALER

Name Bg? E’*‘?’\?Q Ualpezt Name N\ e a@oiwd Mec —amies [
Address ?‘@(’J S.s™ Qus Address SICG Negth B2 Fus
city_J akima, city Uakinag

state L V) s H 2ip TESOZ  statebuash Zip Aeaod

Model Number: Gl4- (D2_ADO~7. Serial Number: 588.2 KOBE;”

INSTALLED

mte 12| 2] 184 . \AJES STICKNIY

ol
Direct Labor Cost 97 ——

Dealer Signature o s
7 7

Original and 2nd copy must be returned to Division Service Manager 3rd copy for: 2
dealer file. /0




[E N ” UA’Indusfnes Ir{“‘"

VZEﬁRIF TCATION OF G14 CCLD WEATHER KIT INSTALIATION.
OWNER DEALFR
mHA?Z\\ KoHL. Narme SC)\’}MSGV\) M ff\%mid'»&'fi
e 27 N 2552 QUE  maress G 09 NI LS HOE
ciey g addi A city vl it |
State Lj‘d A i zio ABGOT state [NVAS - zp VEQQ 2

Model Nuber: Gla- (A0 serial nunber: SRR HOVAOG

zﬁ41@< o 1028 Shclugew

Direct Labor Cost

Dealer Signature k% /‘M,‘,_/

Original and 2nd copy must be returned to Division Service Manager; Jrd copy four
dealer file.

LB-B3I535D 002347
e lE ” ” HXIn&Bstries Inc.
VERTFICATION OF Gl14 COLD WEATHER KIT INSTALLATION
OWNER DEALER

e Kich sh KoyF¢ vame SN s cnt Wk qae el
paress | ROG SEFFERSCN adaress A0G NIAL? BuE

city &f Alcoart city Lr/ e g A _
state [ O AS H zip JBCGZ. state LS H mpl 907
Model Number: G14- 3~40 -] serial number: 508 3 DIOROA
INSTALLED -

Date ] )I(o Bs By L-’U@S 3’{{54!\(@"‘}/

Direct Labor Cost 32 £2 /}
Dealer Signature \;2 i S

Original and 2nd copy must be retumed to Division Service Managery S’rd copy for

|.B-535350 002347

e

dealer file. ) ' &2
. /




. _’. . ¥ | ' (‘ - lE””aXIndusrﬂes[nc ("’

VERIFICATION OF Gl4 COLD WEATHER KIT INSTALIATION

IR .

wre foster (| Qwas/
sadress ROE0 Londe Jrivd
City LQCUQQﬁ/ (/QO\,QQQ-/

state _LOPr sip QA3GR, stare _ I 100932,
Model Number: 614330 ' serial Number: 6{39,&407[@? |
INSTALLED

4/0’2(// S~ w_ N gl -~ Ut ,\,}{,}?}m ;

4]
Direct La_bor Oost :—2(1(

Dealer Signature (, \Mmg L % \Y’V\'/

Original and 2nd copy mist be returned to pivision Service Manager; 3rd copy for
dealer file.

535350 002347

/.
: [ .
ek LENNOX 1ndustrios tne.
VERIFICATION OF Gl4 COLD WEATHER KIT INSTALLATION
OWNER
Name \&w thd%{@ n~ Name \9&{6@3&/ &Luwmfm A
address (2] (0 Q@CL:«Q&V" Address JWS— ‘/(/d O Eﬁpﬂ/
city _(nafooadlor sy Walllee (Nalln
state __A)fbr 2ip G state (A zip Q’Qﬁéﬂa
Model Mamber: Gla-(3 %0 Serial Number: 5‘?930166;%[1 |
By \\%"A\/M; ‘rzﬁéi/f Z
Direct I_abor Cost Q‘ﬁy J O i 0,

Dealer Signature C{u,wf L «'5657 YV*-/

Original and 2nd copy must be retumed to Division Sexvice Manager: 3rd copy for
dealer file. (/

15350 002347 & , _ , / ‘—J




W Industries Inc. (.,

VERIFICATION OF Gl4 COLD WEATHER KIT INSTALLATION

raaress [T @ (Male wizvess 1HYS (0, Rdbol
ey Wella M)ama/ city (allo W lla v
state (A H~‘ Zipm&) state (A) B ___zip Oﬁi@;‘;

Model Number: 514-.&;}@3/@3 Serial Nuber: 9§42 /ﬂO'?ijf,[
INSTALLED . A
Date 77 A °/ / £ By h Mw,m,w v@fﬁzz'/

/ O 00

Direct I.aé:or Cost g ‘-f{y U ‘
Dealer Signature U\LI/BQ L é/ﬂ;’m‘/\/

Original and 2nd copy must be returned to Division Service Manager; 3rd cOpy Har
dealer file. .

3536350 002347
SRR

| lE ” ” aXIn;!usrries Inc.

VERIFICATION OF- Gl4 COLD WEATHER KIT INSTALLATION:

. Name \/UMV @Wkrux--‘u1 s Name %%L(\x}&(/ }QF}@UJC%
Pddressﬁ UU/ ?50 Abtbiz(‘/[:/ Address IU¢§ (). Uéf‘Q’Q_J

ciey _Walli (Jallar ey ol Wallo
state I zip Q986 state (A m;;@F[,ﬁ@Q\
Model Number: Gla~Q3 KO serial Namber: 883 MO §09¢
INSTALLED

Aasls s Wy Hells
pizect tame cost Y U 0 W

Dealer Signature (’}wuz)ﬁ l— ég@mﬂ*—/

Original and 2nd copy must be returned to Division Sexvice Managersy 3rd copy forr
dealer file. | / ﬂ ;

535360 002347 ]




R . ) (w LE””aXindusrrIes Inc. (_

VERIFICATION OF Gl4 COLD WEATHER KIT INSTALIATION

OWNER ) DEALER

Name QL(‘J\&\.&) \ﬁwuw Name \%m&é@f/ QJL@&M&W
radress D% 56 \3”—1&‘ Address [4L/§ A . y

city GO{ IQ/;\Q_/ pﬁ@cﬂ/ City L\)CL&L’ Naﬂ&/

seace WA 21p0q83Y  state (WA 2ip YL L
vodel Namber:  Gla- - O ' gerial muber: _O¢9A M K0T [

INSTALLED

4/&6’/‘(( By \ lﬂxhﬁ/v \B@i//
pirect Labor Cost é”t/’ @/ 00
Dealer Signature J\ LW\Q /\ W

Original and 2nd copy mst ba returned to Division Service Manager: rd: copy for:
dealer file.

538350  o0ZM7

[E ” ” aXInd-usfries Inc.

VERIFICATION OF Gl4 COLD WEATHER KIT INSTALLATION

OWNER

Name \&’L O&@%a«- wiko Name \% AL edzuo\,.ﬂ/mtw
Addresé) %ﬂ;}l I\.) . {WM',L-\,V Address IWB L. Q\Sﬁﬁ/

city Wallka ol Lo city | Woklso (A)aﬂ@ der |
state  OK zip(F34R, state LV zip CF13L >

Model Nutber: Gla-Q3 0 cerial Nuber: S983C, 1S40
INSTALLED
pate 423 55 By \&;’Mn \%&W

U
Direct ILabor Cost ﬁ!’/ ‘ 0 v

rerter sigatare (ko aﬁ ,4, Blon’

Original and 2nd COpY miet be retuwmed to Division Service Manager; 3rd copy for

dealer fi-le; | ' | /0 é

#5380 002347




[ F ” ” EXIndasrnes Inc.

vert arron a° Gl4 COLD WEATHER KIT LnsTALLATION
OWNER

Name (ﬁluﬁ, \ﬁgfﬁf\,aw/n Name \QJJLQM gw//),m Leclinas
e 204 haidli . sasmom 1045 g Vple)

City /,{}a@&/ &)M&\-/ city i )allor () pdlor .
state _(UJ/T 2099303 state _LJH- zip Q936X
Model NMumber: Gl4-03-40 Serial Naer: 5¢%3 HoZgaf
INSTALLED |

Date A-FF-FZ By \(Q oo, \ﬁé@/

Direct Labor Costel éw/ \J O Ub

Dealer Signature ( /\ M-ng . /( wff&/?“fl/\/

Original and 2nd copy must be retwrned to Division Service Manager; 3rd copy for:
dealer file.

535360 002347

lE ” ” gxfédusrries Ine.

‘ VERIFICATION OF G14 COLD WEATHER KIT INSTALLATION

N A \Zjﬂm /Q#/m
riared R IG S0 ivess YIS .l

city _yp0far (Walla - city ___pablar (ialla
state LA zip Q9ZLR  state () zip Q936K
Model Nurber: Gl4~{}) C{«ﬂ» ) Serial Nurber: 58848 | /A3

::ZWJLB/ s~ b\ Jeps
pirect tarde oot HY () 0 W

Dealer Signature Oklywﬂjj A W

Y
L

‘\3{ Original and 2nd copy mist be retwrned to Division Service Manager; 3rd copy for

dealer f:i..lv::a. o : | | | | | /&/7

BIEIED 00247




-

E:IRIFICATION OF G14 COLD WEATHER KIT INSTALLATION.

OWNER
Name _b,;,z;xf} Ala g 7/,,,'4
Address SHp /0T S

City £y KeO - A"

State_ flevato Zip_Ks850f

Model Number: G6li- 03 ~FO- 2.

INSTALLED

Date ,2//2 L//f‘/

DEALER

Name s o] /)j/wﬁ s

Address 253 /77 57~ 7

City E/o e oo

State  Afessy i Zip_ g¢fe /" .:__
Serial Number: 5~ & K 3IA]- [ S o/ ji

Direct Labor Cost

Dealer Signature

Original and 2nd copy must be returned to Division Service Manager; 3rd: copy for

dealer file.

w\; . v Y g o L s
by - - P

, lE””aXIndusfrles ne. *
VERIFICATION OF Gl4 COLD WEA’I‘HER KIT INSTALLATTCN
CWNER DEALER
Nare /VIK‘? A Seweld Name E?AJ»QOn/s ??cﬁumbzm'@ /’/ﬂn/,u?‘i AL
address 949 = Coved Address 2_?5 //7‘/' 7. '
city AL KD city A/ A0

Zip 8?&50/

state Meuada

State /‘(/fc/ﬂ Aa zip 87807

Model Mumber: Gli- O3 -~80 -2 serial Nurber: 28820/ 23827,
N INSTALLED
: pate S-2&6- 85" BY :D, . Feetert

.Du:ect Labor 03$t. r 3070

Dealer Signature ;{ ﬁ /bd’a/

dealer file.

538360 02347

Original and 2nd copy mast be returned to Division Sexrvice Managery 3rd copy” foxr-

/08




e g e e T ' T SO ——

. , ‘ | | r LE” ” aXIndusrrtes Ifnc.

VERIFICATION OF Gl4 COLD WEAW KIT INSTATLIATION

CWNER DEALER

vare _Mps, A Sewell Name ?mm/?émpm /rf:a.,?uo{-/i‘
rdaress _ 799 = bur T | Address _255‘ /17 {57"

city AL KO city __ FLAO

_State /\/E(/A Cf«‘? Zip &t@/ State /\/C’u’n d A Zip 8?80'/
Model NMumber: GlA-H3-F) -2 Serial Number: 58833 /2578
INSTALLED

Date 3“2@"85 By -:D <. B@C,e@,g
Direct Labor Cos#.zga_@t) % Zr B0 7

Pealer Signature ML@,}/,{ ,ﬂ% /Zd‘/

Original and 2nd copy must be returned to Division Service Manager; Jxd copy fox
dealer file. -

535350 002347

r
13

lE ” ” aXIndustries ;fnc.

L
VERTIFICATION OF Gl4 COLD WEATHER KIT INSTALLATION

OWNER DEALER
Name ;7{2’/11.634 s/ 5@,/@7’%—, Name Sy 2ad s 2@."{,\;,, Hen 7 ,0/9* AC.
rddress 255 ~ [0 S rddress 2SS ~ /(A ST
city [l &0 City ELAD _
State _,,Afeua da Zip 8780/ state FJA A Zip _@_Zﬁﬁ/
Model Number: Gl4-P3 69/ cerial Nmber: 5882 2
"nxsmm

- Date .:2 :22.~85' oy Lenu Leckel
£ Direct Labor Cost H osoo ot 7o 307

:'i'f{?"_ Dealer signature _ W e W

Originﬁl and 2nd copy must be returned to pivision Service Manager; 3xd. copy for- D
dealer file. /




?
3

EIFICATH}N OF G14 COLD WEATHER KIT INSTALLATION

O‘ANER DEALER

Name_ Jites 7 /{i"j Aﬁ’»‘;.///“ 2‘221%7 Myt T 5A//,J
Address_Z/E . 7o s ra o A7 Address 497 [ /9”/%/&

City )é/zf”,ﬁm o Xt City %»A«/sﬁfﬂw/

St&t&@)‘f’/f“}! A — - Lip 975?35/ State @/\.ﬁ — - Zip 9‘)4"34? . ' '
Model Number: Glé- Serial Number:

INSTALLED ‘

Date 7. - f"’/ By My st/ 7ot/ &5/‘2//’,40 T re

Direct Labor Cost X =

Dealer S"ignature f/:fo(:é/f/// //}7 %{;7

Original and 2nd copy must be returned to Division Service Manager; er; comy for
dealer file.

/ g /{ TCATION OF GI4 COLD WEATHER KIT INSTALEATION. .

OWNER DEALER
vame_(Chnch o F God  Name_Mull ol U+ Zue
Address Dz FIAL 2 / /{ﬁa/ Address 292 L o=,
city HEXRMIS st City ,#f?»w/s/m
state (Ore . - 7ip. $283 4  state COp zip G7fF V
Model Number: 614-5 - /72 Serial Number:
INSTALLED ©5-159
Date_ /2 - 3&7.:?‘/ By Meu 7/ 7#/,(/6_—%9' /0

s
Direct Labor Cost e X = /f/‘f—a
Bea]er Signature K//)/f////z,é/ /64 %,//

Original and 2nd copy must be returned to Rivision Ser\nce Manager; 3rd copy for O
dealer file. //

‘a
.
el f’ea\‘

FPC I



hRIFICATEDN OF G14 COLD WEATHER KIT INSTALLATION.

OWNER DEALER |

Name A’?J 4 7,,()‘:@:’/1}5’ Namef)/\qii sy 5/,‘,;,3

Address 20D S Marse. Address 2 G 7/ Mo rie.

City /v/P o 1S o City %/45‘/?#1/57(90

state  re o 1ipE o83 f state Opre.  1ip $783 £
=sc A

Mode] Number: 614- (0 Z-5$20 -2~ . Serial Number : 55’3’55}4" Jn $LTF
INSTALLED

bate_S7yc A by Myl Told S Ay E

Direct Labor Cost__ 7.2 Z

Dealer Signature (ﬂ%/x/x//,/ P %’1’2;///

s

Original and 2nd copy must be returned to Division Service Manager; 3rd copy forr
dealer file.

lE ” ” gXIndusrries Jne.

VERIFICATION OF G14 COLD WEATHER KIT INSTALLATION

OWNER DEALER
vame Nptl 7ot/ éjfﬁ Nanﬁ/}’}u // 7:,&/ fnz)‘/
rddvess 250 . Ne rie padress 482 L. e rre.

City 74/("4’*/“)4 =3 /M} City ){/E W IS 7‘,9,¢f..

State @/‘6’ ) zipr 2t {smte (O/\F : 2ip G674
Model Number: GlA-(G)1F. £ Serial Nutber: S.F73 0 /% J2F
INSTALLED

pate =S50 A - .By Mot/ Tod SAs 2

Direct Labor Cost ..2:7’

Dealer Signature 2@//,4// /J %Qgéﬁ!

Orlgmal and 2nd copy must be returned tn Division Service Manager; 3rd copy forr / / /
dealer flle.‘ : , -




. ,.- : W‘ ) ' ' (m lE” ” gx«'na"usrries Inc. (

i VERTFTCATION OF Gl4 COLD WEATHER KIT INSTALLATION

CWNER DEALER

vame (/e 0 me?% wre Mw Y Tod Fhs 2
address _4p & £ Mol address 90 /) e rse.

City _Up DS Y City //c oty W= X st

state (Dpe - 2ip @238 state (Dre +__wp 285 F
Model Number: 5514—@33- é/? Serial Number: jfg/j/jﬁé Ve
INSTALLED

pate 2 -24-£5 By H\u// 7o) ﬁA/,ﬂ Z—A/C__

Direct Labor Cost __ {2

pealer Signature ¢ Dgetetd A Vs
oo

COriginal and 2nd copy must be returned to Division Service Manager; 3rd copy fa
dealer file. '

-635350D  on2aer

") P A=Y

_ff A . \
) i VERIFICATION OF Gl4 COLD WEATHER XKIT INS‘I:AIIATION -

~ /
> OMER DEALER

Name (o P A0 L1C Lo reh vame Mul/ i j,;f;,,/,) T
Address 27545 M /‘A;M/q/;u}qidgress Azn Lol M hie

city L omis o/, city /—/E/F i Y he) .
state (O pe’” zip /53 (Sgate DOre ;,/),z,« Zip ?7f5f
| -go-2- 7 sgg301818
odel Number: GlA-&5-/30-.5  Serial Naber: 5 K §30 aalif 5
— NS KR-52 A SrE3 C gl 2l
INSTALLED e o =

Date //- 3-5X.3 sy Mt 7l ﬁé PP T
Di__rectLaborCost__Z_?d;gxgi 7(0?-0—--
Dealer Sigrmturei@w,&d/ léﬂ

. Original and 2nd cOpPY must be returned to Division Service Manager; 3xde GOp¥ for 2
¢+ dealer file. / /




T .

B e - N .- Lo o

BN vl

VERTFICATION CF Gl4 COLD WEATHER KIT INSTALLATION

OWNER DEALER _
Name qg&é }\J! rsA wme M M T oA 5/ff%;ﬂ
radress f/nd (ol 10 s Mdress JAGD L) Ma ke
City P p Ve P p 20 city M ELM 15X - Dre
state /e : zip £ 78/ state zip ¢ 7825
Model Number: Gla~(Q F-F2-/ Serial Nuwber: 34 £2 T /2 F 7
INSTALLED |
pate __ A-/7- £.3 By M i) Ton 5/;,7/9 ﬂ/c_
o :

Direct Labor Cost 5.0

Dealer Signature (q/,(,/b&/ . //ﬁ : /éj' Ve 2/

S

Criginal and 2nd coby must be retuwmed to Division Service Manager; 3rd copy fors
dealer file. :

BIR350 o237
VERIFICATION OF G14 COLD WEATHER KIT INSTALLATION.
OWNER DEALER | -
vame Cenrg /o M0 Ber Name Mg 424 T ia ";:’.'A,«; i
Address 74745 & 74)0{/ c, Address AT /) /Na /n‘,,-@g
Cityr//E/(M/ﬁ Ay City >é//c,h MIs /g,g
state (Ore zip $/F 3K  State COpe Uy S8 2 f

Model Number: Gl4~®4/- 50 -2 Sema] Number: 54’5}“/‘5&’ W
INSTALLED

Daté /¢9u-/7~f5'/ By 279, 7",(/ j/{y/ﬁfycw

£
Direct Labor Cost -7

Dealer Signature%,&é{’ /// el 7

.'""'--_..,..,—'

Original and 2nd copy must be returned to 97\!1510!} Ser\nce Manager; 3vd copy for / 3
dealer‘ file. T _




- . 7 " €" gEﬁﬁﬁXina‘usfneu s fne. (“‘ R e e e mres o

VERIFICATION QF Gl4 COLD WEATHER KIT INSTALLATION

OWHNER DEALER

o
Name AAo p D A) f—»me,uroA vame M o 7/ T sz ﬁ/ﬂ r 2o,
Addxessf?(« £ K/zal.’/f;,ud Address Q50 [0, f/?.//b:e Ay e
City r’—/x—’/{«‘,ﬁ,x:ﬁ/&ﬂ.}- City *,-LIE/‘?./?\M-i _‘/,gr;,;

state (Dre le;f?gﬁ{ state’ .(Or-t‘"-"" _ Zipf??cflfg’

Model Number: Gla- )3 a,fﬂ -] Serial Mamber: 5 $5.2 //45/3 /
INSTALLED

e _10:20 = 82 vy Musl T Shop Fac
Direct Labor Cost ja~

Dealer Signature //f}/z ’//(if" / !) y y z,é/

Original and 2nd cogy must be retwmed to Division Service Manager Ird copy for
mdealer file.

35360 002347 S

‘Zfﬁﬁgx'ndz;srriesinr. et e i e e s '/

VERIFICATION OF G14 COLD WEATHER KIT INSTALLATION: ‘ -

CWNER DEALER

wame (o vo! Tanes vewe MuULAL T80 Slfpp
adaress S22 & 2 F7L rdress A5G0 [t Mo hoe

City // et A ;:’/:&: e City #E}(’/&) 157(&4;’

State . - Zip %/ Sta'te /O I~ zip 78 3 {f}
Model Number: 614:-.@ 5 -~ éz 0.2 Serial Number: 6’?‘3’?’/%’-5"&,5 7
INSTA;EED ! :

pate _ 2 -3 - /98¥, w Dull 7o) Shap 1Y ol
Direct Labor Cost T2 ' ‘ : i :.-;
Dealer Signature ( _ 2&#/’,&//,&5’ %/_M/ 7 l.\ f)? :: i
Omgmai ard 2nd copy mua;: be retwrned to Division ﬁ:ervme Mana;er, 3:rdf oopy for
dealer file. o . : :

35359 sy T T N TRIRR L i e

R aw -




— v s T YT T TR AT T BT

s ‘ - {i
LENN@X’M Ausrvasdre.

VERIFTCATION ¢ Gid 0L WIATHIR KIT JNSVALLATION
Nare ﬁ Covrdl ){cﬁma w Narme ,..,.z:,? e f,;’-;"}:}f":?"':/;z
rddress ?3{:, ,Z'J]‘e,»_ r e Address /. P& i ‘,_{{
City (Q p 2 o T T ey city () f?:_p ' é s P
state .. 2ip Pgup 3 State __Huad 2ip 7 S € &
Model Number: GU-£ Lo serial Number: SERYRI1053

INGTALLED
pate __ ¥, 7. LS By il Ly s 2TUTLL

Direct Labtor Costf’%g‘?/, e

Dealer Signature

Original and 2nd copy must be returned to Division Service Manager 3rd copy for
dealer file. _
oy

53IEIBO 002347 ‘ ‘ , . : : o

VERIFICATION OF G14 COLD WEATHER KIT INSTALLATION

OWNER DEALER
) o ¥ " R . >
Name 071 dns ,. A NI = Name ﬁ?f/x A R )
Address —o2 7 ,((‘/,., ,J&,, _ Address & 7.5 ,('"ﬁf‘é s
. e
Gty (lged 45, ity (4 i Aa T
State_2Zon lip FPepz State _FZg, o TP T T =

Model Number: 614- (X3 -{ (0 Serial Number: {QYS /\T A5SCS L
INSTALLED

pate__ T =2 - £S5 By ___J;Q?w_r,{;u-zaa(‘_ A e e

Direct Labor Ciast?ﬂ:j%' <

Pealer Signature >7 ,Z/"f;?,, &~

; (
Original and 2nd copy must be returned to Division Service Manager; Jrd copy fiar //5
dealer file. 3




3ENE

. Z. 7, /{ 6
‘ Qr:x.g:mal and 2nd copy must retuwrned to DiviSion Service Manager; 3rd copy for

VERIFICATION OF G14 COLD WEATHER KIT INSTALLATTON

OWNER ' DEALER
Name Epgepe £111s Name Aoise Hta & BiT Cond Inc

Address 35se Holo Address__ 14701 Yest Tdahn

i)
\._)

City Boise City Roise

State Idaho Zip_8370s State Bdibe Zip- g3707
Model Number: Gl4- nz_gn.? Serial Number: 5332xXn7759
INSTALLED

Pate 12-31-83 By Soise Htc & 8d%rCond Ing

Direct Labor Cost _535.00 -

Dealer Signature ,?”e/’ C e / //z/ f;/;

o

Original and 2nd copy must be returned to Dw1smn Service Manager; 3rd comy for
dealer file.

‘i

lE ” ” ax'ndus;ﬂes Inc.

VERIFICATION COF G14 COLD WEATHER XIT INSTALIATION

" CWNER DEALER

Narre Or, Qucmundenn & Hylae Name 3nise tdsting & AYr Cond. Tac..
Adress 12y & Feard Address a1 Hest Idahg

City __manise City Boise

State Tdann Zip a39p2 State Trshn Zip 33707
Model Number: Gl4- 93-40-72 Serial Number: 5383En07130

INSTALLID

Date £-20-83 By __B8gise Hta & Alr Cand Inc

Direct Labor Cost $40.0n0 .~

Dealer Signature - va ;/f Yo // W

dealer file,




i : € RIFICATION OF G14 COLD WEATHER WiT INSTALLATION

QWNER DEALER

Name __ Hal Davis Name__ Boise Htp & AirCond Inc,
Address 35192 Lubkin Address 1401 West Idzaho

City _ Scisa ~ City_ Boise

State_ Idaho Zip_ 83706 State Idaho Zip 83702
Model Number: Gl4-(33Z - X Serial Number: <592 % 2 TC N> DS
INSTALLED | T
Date 9-31-83 By Boise Htg & Air Cond Inc

-

Direct Labor Cost $35.00 .-

Dealer Signature ,,_-"‘:T'}f L //)/ /;':Z__/

=

ANy

Criginal and 2nd copy m . _
dealer file. py must be’returned to Division Service Manager; 3rd copy fow

VERIFICATION OF G14 COLD WEATHER KIT INSTALLATION:

OWNER DEALER

Name Bnica HEn & 0%r fPrond Thoo

Mame - Sgh Arrizns

Address 2974 Selkirk €t Address 1anl Yest IdAHD
City Boise ity Boisz
State Idsho Zip 83702 State Idzho _ Zip 33702
Model Number: Gl4~ Q4-80-2 Serial Number: 5884HOLZR7
INSTALLED | | |
Datk0-3-84 By Onise Hto & fircCond I.n;;
Direct Labor Cost $35.00 pa

e
Dealer Signature /7 7t /) ///“ //

dealer file.

Origmeﬂ and 2nd copy must be returnéd to Division Service Managers 3rd copy for //}7

IS |

AT et —— £ 4 o trn RS o




l Eﬁ!ﬁ gg}ndusrri es In 4(”

VERTFTICATION CF G14 COLD WEATHER KIT INSTALLATICN

CANER DEALER

vere __Alon C’)r&vﬁ. Name Dn\r\ Deaver RC&- Ht

rddress 59\\ F F\Q V\“r Address ?ﬁsl 4 z/ AL N \‘-Ghﬂ; \(4

City M¥55C>k&\;(} City V\\SSC}\J\Q‘
State [Y\‘t' 2ip SQBO| state __Norrawnag - 2p _SH&o|

Model Number: Gl4- Q?;. éCP-\ Serial Number:

. INSTALLED Sa3 2K obils

Direct Labtor Cost, ,_z,/ <) e

Dealer Signature /L?\_Z e MR J

Orlglnal and 2nd copy mist be returned to Division Service Manager: Jed copy fur
dealer file.

35350 002347

iE M ly gxfndusrnes Inc.

VERIFICATION OF Gl4 COLD WEATHER KIT INSTALIATION

OWNER

i ———

DEALER
Name L\J\\t\n\!}(ﬁ\\ (\";.L' Name @Gﬁﬂr”[ pf( ¥ X

address |~ r&c‘\\\r’:!(‘ Jf”(:z Address 222% ; m{\\{\.n\; Q\A

city (N, < ceoles City fY\\s:,,mda .
State __\r\\ {‘*\'\Jr : ‘C' .9 ?(_/1 State W'\o "(c: T A Z—'LP ,S_'j__,_ﬁ/
vodel Nmnber Gia- j"""‘"“*'*"*'”‘ Ser:..a}, Numbex & ﬁ' %’F)’SA \ V&.g 8% '
O
 INSTALLED QV“OO"Q , K(,uuu '

Data/wﬂrd\ 15-85 sy Depvey Hs( Cow} & H@A%\ﬁq

Direct Labor Cost fé% o =
Dealex Signature ,(@ /// S L {/M 7

Original and 2nd copy must be retuxned to Division Service Manager; 3rd copy for

dealer file. b, \ ., r‘ » // )7

3 00zH7




{VEREFICATION OF G14 COLp ‘3£ATHKK§? ENSTALLATION

ot v o
QHNER DEALER
Name . TERRYS L1 QE/T — Name _INwREe mesuairese, Toir.
Address T2 3 foampss St AT, Address 520/ Fa /e wSRECT
City  L7ul i £ ot Gty hrmspzsse
State A Astag lip 79504 State gy oiea _lip_FFen =
Model Humber: Gl4-/03- S0 Serial Number: £ 9.2 £ OF s Jig—
INSTALLED
Date_ /2/14/&3 By _ELik _plenDeen £son,

Direct Labor Cost

Dealer Signature %M//L[{Z/%#_—?

Original and 2nd copy must be returned to Division Service Manager E‘rd copy far
dealer file.

VERIFICATION OF Gl4 COLD WEATHER KIT INSTALLATION: -

OMIER e 70

Name JFIEIle EIDEM Name_‘Znl & 27 LgMtmoesc

Address_"7423 Pamecn Prace Mdress_So0 [/ St nSas?
apr. =7 B

City  pnotoRAcL City ntrsgld3&

State_ feAastA Zip_59504 State 2 o FFp3

Model Number: Gl4- 2=~ Serial Number: . 53 S3C L5607

INSTALLED ' o |

bate__//14/5% by Eaik _#fﬁa;&emg/;s;;- . T

Direct Labor Cost f’fij"

Dealer Signatureﬂ /?//
v

Original and 2nd copy must be returned to Division Service Managers rd CGIJI for

" dealer file. | | //7




e (
SEP 1‘7\/%&"&1%?101‘1 OF G14 COLD WEATHER KIT INSTALLATION

OWNER DEALER

Name :T”E/?/ec/ A E Name D LEL it sirn/seol,
Address ‘7%?3 Loamecs LLAE Addressep )/ Zue gl S A

Arr =L
City Davtir s CWYW

State_ O/ @5k rin G504 State_Mpade lip__goep =

Model Number: Gld4- Q3-Z0 Serial Number: S% < 3¢ /S408
INSTALLED _

Date / a’{//e{/ A By £k z‘fiyoéfafckso,r}//, TIILLE LT
Direct Labor Cost ,ﬁiﬁ{@o A

Deaier Signature ﬁ'\/jz&, ﬂ//’é’ifi’—‘
o7

Original and 2nd copy must be returned to Division Service Manager; Ird copy fur
dealer file.

VERIFICATION OF G14 COLD WEATHER KIT INSTALLATION

OWNER DEAGHRP 177 ENTD

Name jEE@!/ EIDEM Name JH0DRE WZWRA//&M-
Address 751,73 Pamas Place APr#/ Address 5007 M._ ‘
City  Hurtho LREE. City ittt B eoe

State_ A< k1o Iin_4G550¢ State_graskts lip_F¥sas

' Model Number: 614- D3 -£O Serial Number: 585 2M /pG/G:
INSTALLED '

Date /2//74/ %3 By Lk /f'Cﬂa’Effc/CSOI;/ .

Direct Labor Cost ﬁ/%ﬂﬁ

Dealer Szgnature/,/& /(//}f““

Original and 2nd copy must be returned to Division Service Manager: 3rd copy for /20
dealer file.




*y

G'VERIFICATION OF G14 COLD WEATHE ¥ KIT IHSTALLATION

OWNER | DEALER ¥
1 /
Name_ C.. F.Nzclpason Name /V&.,,ﬁ MNee A
Address_.O94 fﬁﬁ\}ﬂﬁf«—m’— Address Sio/ 4’5/'
city AnenoRAGE . G dncherace
st A pew A pd9sQR. swte Haskg Zip,
Model Number: Gla- Q3 -F0-L Serial Number:_S§& 2 KOF' _{f.?/ V
INSTALLED . .
e 9-/9-84 o Y irve. Machontecd)

Direct Labor Cost

Dealer Signature

Original and “2nd copy must be returned to Division Service Managery Jrdi cogy/ fore
dealer file.

VERIFICATION OF Gl4 COLD WEATHER KIT INSTALLATION:

OWNER DEALER SErgy 2
N * y , . ; &-{ ;‘-
Name Ms‘o,ﬂ [ /{é‘ oAm; ,lb;\ / Name M{.’é!‘ [od {/‘?;f 43({11‘6’;4/
- e
Address 500 / Ea:[y/é st Address d?jc)/ é'c;j; /}- 5

City !ﬁ’)clzar&;{l‘ C1ty s ﬂ”ﬁ'!z}"\f‘_’ﬁ‘ ' . .
state_ /L 4 2ip. 79503 state 4/( Zip 775?] 7

Model Number: Gl4- Q3‘6{}~[ ' Serial Number: .5-35’2}/06_“!3'5
Date C/'«Qo - 6”'{ . By ﬁé;{%’z«; /ﬂ ﬁ%é{tr
Direct Labor Cost  (FFESas-0) ’"‘l(),m{ '

Dealer Signaturﬁ”& /é é//é:»
[

Original and 2nd copy must be returned to Division Service Managery Jrd! comy: for~ /

dealer file.




JERIFICATION OF 614 COLD WEATHER KIT INSTALLATION

OWHER DEALER
Name_ Y]\ ke A (emich . N Fiszar. e Lo il Do s
Addressws_@_j__,ww_ Address  Joo/ /&aﬁ&/\jzééng_____

City F:zr‘c}/(’ K_)'.}rf CitY_M%f)
state_A/zcka zip 998777 State (W Loy Zip_Z552 3

Mode) Number: Glé- &) 2. FO -2 Serial Number: A/ X&E 2 A O 9‘5"/"4/

INSTALLED u
Date (g /K/% By FI7gpc Doy Sotrieet oo

!I Fd [
Direct Labor Cost [05, 00D

/.-‘ - ] r
Original and 2nd copy must be returned to Division Service Managers 3rd copy for

dealer file.

VERIFICATION OF G14 COLD WEATHER KIT INSTALLATION.

OWNER DEALER

Nama /oﬂg 5@(72511 . ‘ Namé A ﬂdorc MCC/CIW;:.&o/
Address A2 H ,549,-; /_7;-. Address_ & Q9! fq,;{/p J(%
Cj'ty /4!) céora.afc City yn céd.r@d‘é‘ (J

/ - _ ,
State /7/( Zip 9?675” State /4«/ Zip 7750_3
Model Number: 514- Q3 -80-] Serial Number: 55f 2 N/Dé/g

INSTALLED

Date q’/{]” g9 By ,4?[%4/%., ﬂ 5(44.44,_/‘7?”&)’/7& Loree 5«/%

Direct Labor Cost nSQ-‘SOA

¥4 Ut

nd copy must be returned to Division Service Managers; Ird copy: fors /22

peater Signatur

Original an
dealer file,




EE ﬁ ﬁ ggfndasrmes Inc. (‘.“

o VERTFRUATION CF Gl4 COLD WEATHER KIT INSTALLATION
OWINER DEALER
yame ZOu/IE G;};‘flf ‘._L,c 5 fq Nam LB Pavon € :
Address 344 /oM o e ’Az:ldz:ess 227 B Rar L’ s 5t
city ighatals mucCA City 11} _iﬁ.\,":":' ‘('f‘i LA '
state Ao visie up 27545 stae’ Newada - zip QAT

(136l

4>

Model Number: Gl4-AS5%-%D0 . 3 . Serial Nurber: 5 %7

INSTALLED
oate \3/90 ) H w2 Aot 20

Direct Labor Cost nrf'?gu : R _
Dealer Signature ¢~ e ')/_Z'.-’s-"‘?#-'/ s
i - s S

£

Original and 2nd copy must be returned to Division Service Manager; 3rd copy fox
dealer file.

ED 002347 R . S .
T AN . .

-

VERIFICATION OF 614 COLD WEATHER KIT INSTALLATICN

CgMER  4AUTUCCT o DEALER
name [R£8 SRy f"*"-~ ~Fr g Name (A et ‘C,;_f«
Addr*essb? bl POSF CRPCEL é’c/ Address__Z.2 {_ £ - ,:».-“{,-.»- i
City./ ledy p203E AicCd co Gty e s e L2750 .
State ye (it 7 Zi ps’/}“"/«/ A State /l/ € v’ﬂ el Tip o T

Model Number: 6la- O3-FO0 ~2 0 Seria'i Number:__ 5 ¥4 3 DUE LT

INSTALLED L L
Date (Q/ ! / Y5 Gy B DFOWELO
Direct Labor Cost Q:g(} I~ _ e .
Dealer Signature %’ - 7{/;/7/ "”/:((/};&

Original and Znd copy must be returned to Division Service Manager; 3rd copy forr

dealer file. R /.23
RS *.*'-'-'.-a.zs.=-.~.... AT o T R o BT SR R R L o S T L




C C - =

VERIFICATION OF 614 COLD WEATHER KIT INSTALLATION B a
DEALER

OWNER

Name /“'hjgx /\,m /Q QheES 7}' C/ Name Ma,_,,- » /7(5‘/;"‘ ",_ﬂ/f
Address 3370 Runes /'e d Cin  nddress_Spo / Faile 5
City /i"c.’.él—'r"'fl Id City ez blideg 37

State ‘/} K 7in 99575 state /.3 f ' zip 995¢3
Model Number: Gla- 03401 Serial Numver: 5 89 2 F O Y3547

INSTALLED

pete_4-/3~ B4 By *}9"}’;//;" . /ﬁmé;,?}’?mmi-.k;

Direct Labor {ost 5;250 / ' .
Dealer Signature ?é \

Original and 2nd copy must be returned to Division Service Manager; 3rd copy fow
dealer file.

- . =y
T

o

?

-
VEI}IFICATION OF 614 COLD WEATHER KIT INSTALLATEH!@

ealut R SR F SN TFENCE NN .

OMNER : - DEALER

Name Roba-t S, Joamors Name_ s1n-ava Unﬂhpw;:;T' * g
Address P.0O. Bnw 5;¢5f Address 301 Ea’:czla Straar

City Trmph RImeaesieam City HE%XZXH égchc:aca

State “la-ka jZ'ii'-l 39805 State Alacks Zip 293502
Model Number: G6l4~_ 03~.20.7 Serfal Number: :‘:‘88 212994
INSTALLED : ”
Date £ -17:3¢5 — . B_:Y Y ety i i T T e

Direct Labor Cost_ 1! wrs, A 857 =a= hr. ‘i‘-'-’-’«‘a”i-m.-_.._. o

'Y .“’7‘ 4/."’ . . -
Dealer Signature ,.-~7. | ‘//{,_;‘-_/Mﬂw/ _

Original and 2nd copy must be returned to Division Service Manager; 3rd copy for
dealer file. - B ' /29/
) 3




. ﬂ{ﬁiﬁé Industries Inc. L .:: ke
| VERTF 'S;t't'zow F GL4 COLDYEATHER KIT gmm*m R
CHINER . DEALER "" R \.\.‘:S
vare L, Z/OW5 ' Name \.&m;\n aurxsw-"
2daress JH 3 ] /Oqfif ¢ Ave aaress _789) S _.5 !ZOO L:cm?-
city Sa // Lok {’"///r)fl city oL 0
State U\/C, A _zip SE—. | ‘State » {}.k,]\,.w *"* 'Zip Mﬁ, .

s

Model N\mber? G4~ G.S 40 1‘ " Serial Mumber: 5334314403 -

.

o __(feChe o J@L,-, e

Direct LabarCost 77(.3’,‘5" L . S

Dealer Sz.gnature o,

. an

”.
Original and an copy mst be retm:ned to Division Serv:.ce Manaqer 3:::1 mpgg fc:r:
dealer file. -~ - _ : : :

VERIFJCATION OF_VGItiV COLD wEATHER.I{I‘}_‘. INSTALLATION

OWNER I P DEALER . "},;if-,f
o Name' Slmensen ?1umb1qsg '& Heanng Tac..

b

' Name Ruby Hawadone L

Address 420 nghway

Address’ 303;24
" Poplat. MT 59255

v "d‘_

* Wolf Point, BT 159201

' : C!ty
59255 ;,‘- State Montana : ‘..Z‘ip
Fa— - J_. <o . i . . L‘ "-.’ oy

O Model Number Giif:1 n;kxﬁﬁ§x333125,ﬁl”ﬂ Ser1aT"N&mber. PL&GS 8232 . L e
R . A& Vi .- -x S (‘

City
St'a ta Mortana

TR A NV

sgza}'

B |
e

- -.e

, INSTALLED o e TRy
: Date ”..25_35 o b 3'-:'__:_~_B_y 5 'Simensen Plumbing"& Hdating Ine.’ " -

Direct Labor (2051; ?l,foo?

%: :Dea}er Signature “7{f;/i“1,~ﬁ§i4;25, é;:¢ﬁ¢£§ZZaa

'“Orag1na} and 2nd copy musé be returned to D1v1510n‘$ervice a
,dealer fi1e o -




éé ﬁ ﬂ! @yﬁ £ "rcfusfrfﬂs fm.' E——

VEK[I‘——‘ CATION o Glé COLTJ WFATHEEi “{.LT INS‘I?‘LLATION
CWIER o ‘ DEALER '
xare /NN fmﬁ i/arc/ : Name. UOQ 71 S
Adress //03 //)76&(/0&&/5[0{?/‘)/ Mﬂr&sﬂﬁ@/f' 5/6
City I)O(n 74" /o ~ city 'pﬂ(a vad/ i
sate _L°dahp  wp /-‘“5?90/ State '7‘#/0/)/) o zlpcfilﬁ/ o

todel Nambor: 14 (ﬁ%éi’o el weer: SPEIFO 250
INSTALLED -

pate  8-20 -~ B 5" By. % 7£.5’ _7;7 o

Direct Labor Cost . A 5.2 - o

Dealer S'ign.'atuz:en o R %——/

Orlgmal and 2nci copy must be retumed to Dn.vxs:t,on Serva.ce Manager 3rd copy’ foz:
dealer file. , . P . :

- ifﬁﬁﬁ%ﬂdnﬂrfes Inc.
VERIFIQ?&TION oF G14 CDLD W&m KIT II‘ISWON

‘DEALER

Name BC&// law) UO(U{S '
Address /Cé) / £ %// C“/d f/ adaress _f3 ﬁ}/ /é/
City }00{(1 %f///) ' Qity Pﬁ(’ﬁ 7{?//(0 -
State I(/C? /‘) 0 le. /}8@3&/ State, —Z(‘/(A A . Zip fjo)/)/

Model Nanber: Gl4- 'Qfgh ﬂ‘) —'/ .' se.mal Number: 55’5@ Km ¢/9PP

INSTALLED

rate - 20—2{ /ﬂé’%f .Z’/,Jc, ’
Dlrectl’.abcr Cost Q_f aa ' \l-,f. R
Dealar S.zgnature - Wﬁ"————' S
Orlgma& and 2nd copy must be retmed Lo DlVJ.San Sarv:.c:e Manager, 3xd mp:r for
dealerfile B ST e e o R ¥




T zfmamﬂ,,,,,,,.(-

- - . VE:R'EF TIONOFG3.4 COLDWEATEER K1t Ibmmmow
Nare FFGHC:C’\ %ﬂC/ - Name: UOQ%S o
nddress )A S, D’) . lt)ﬁs%‘ saess Aok Ldols
'clty j(("?éf//’v ’ Clty fm‘/'{’ ///) :
. _.State ‘T(“/r/m Zip ,?2 3/)/ State T(/n /) ) mp 1/

'_mdel Nunber G4~ @L/n ?/) __rQ : Sarlal Nurber: 535? ‘*/8 /5‘/0@

msm

Date 22-0'25'; By Mﬂﬂ-’z‘j’ 7'?)('

. Direct Labor Cost o, 00 - o
Daalez: Sigriaf:ure o Q,“y 1 2_,...—--—--~—-——-—--»

Orlgs.nal ard 2nd copy must be retumed to Dlvs,sa.on Service mnag'er, 3rdcogy fm:

. dealer flle ‘

535359 war et , __ .

_— ”‘uwu

g e e
-

*

tE ” ” axfndusfrias Inc.

VERXFIC‘A’I’ION QF 614 COLD WE?&'IBER KIT WON

Nam ﬁO/)ﬂf% //cmf Name UOG 7%
s _'mress /57 fa //f’fl,\)a, / Address @O)( 7 é G
city an‘/f//n ! city P Ocm‘(’//O

",State____,'l__c;/r/» o lz:‘i;: f 320! state I O/C( /) 0 zip: [3 Qo‘f
3-l0-2 Serial Nuber: 537&7 //07/‘/2

(/0::’ 745“_ 77-74/




| ‘g; i fg J{tndustiosine. -~
| VER,.}.{ CATION Q° {14 01D WEATHER KIT sm_m\f
ORER | _ JEALER ' :
Name f')!}’to)a’ /(/c’éé-.:  Neme UOQ 71.,;, ' :Z_}/yg_
: deess )/ ‘2/8’ /E-,s} ;?/djwfﬁ/{; Address J?@X 5{5’5
C City ﬂgm J://.a city - /%ra/.f//o o
State 70 - zip L3204 state - ZQ . _zip 52‘2‘04}/ |

rodel Number: Gla- (23-60-1  serial mumber: 52’2?36!/?;?
 merAum : o '

mte _ J-/9-85 BY /64/5 Z/?a

Direct Labor Cost ,?5 oL ,

Dealer Signature ' %a% ﬂ/———“-

Original and 2nd cc;py must be retuxned to Da.vxsmn Se::vme Managexrr 3rd ooy fb::
dealer flle o _ ) :

LE ﬁ ﬂ ﬁdg:fndusm’es Inc.
VERIFI(}XTION oF- Gl4 COLD WEATHER KIT INS'H%IIAEIO&
. DEALER ‘ ‘

‘e /_nm/ /7//72)8/"{‘* //067‘_8 |
padress /07/ £, Suhb 1'7/7‘6.. nddress KOX Gtﬁ(a

city PO((‘"‘/LP//O ‘ - city PncafF//O . _ 4_
'StateIC/C{}){') ’ ’ ZipiiQQ/ Stategc/a/‘\[) ‘, S zipg/i'fa@[

Model Number: Gl4~ 03 G:() / . se:ial Nmber 33 Q /7/04//'-3 C]

By
Direct Labor Oost - QS,-O 20 v

Dealer Slgnamre _i L o




' VERIFICATION OF 614 _cow NEAT!—EB _m-_msw&;,_i.m;éﬁ
) ﬁ ONNER ST U DEALER T
7 Name '//&’;,VF/Y Xzﬂf ///‘/agcf//ﬂﬁme ‘ {,f;éd',cfﬂf l;" » /_s-/,;é'
.‘Addre':s o Address ﬁﬂ 6,9,;/ P57
;;C1ty ;@??a-;,nréaf»f '} :i};iSA..;."";intiicity ,é3§7 ,4f’ ,Jsf zﬁ”
sl mgami sweid . mprter

",:I"tode1 Number : Gifl-éﬁd o~/ Ser1a¥ Number : -7‘5'3 3//ﬂ/‘i‘ z >
INSTALLED - . o _ o
o Date ‘3’&4‘;}( 4?5" LBy ;'?dﬁéﬂﬁ'fﬁ/%'gﬁu e

7 f»g:c; - g o S

. Darect Labor Cost

_ Dealer Signature

- Original and an cepy mist be raturned ta Dw1smn Serwce Manager, 3rd cupy fore
) deaTer‘ file. ‘ . ) ,

Pt e - ,‘,i.v .
. ':'q,.

. o
P L¥EL

e ——" T e e s e e A e g g s

gf y,,,g/ T e
_ ' ﬁ-lfﬂﬁgxmdﬁsfr}esrlncr_ caes

V.EIRIFIC&'I‘SEON oF G}.4 CQLD WEAEHE!R RIT msmoz«

Rt A 1 A g L3 gt 4 BT S 4 T b i e

OWNER | © pmmm ‘

‘Name Pfa,g/f:s' ax/tvés?t«jédu Name Su n/éA';uc. /‘;Zlé |
 ddress 1/&7/ ﬂafmg fe. aress KE/ Box JOE éwéw Ab
'Clty /;4 é;rm)/m_, B -Cit:? éqm}-?i et l//c;

| é)ﬁ. : mqugfﬂ State : (Oﬁ»- if E Zip 4787{'
_'mdel Number G- 6?’-[ 6?0 l Serlal Numbe.r gg;?z’m 5’7% &5

Date O&é- 2 _2 j_g, o Jﬁ}c:. K /‘rz'/?'N fﬁ"[/

Dxrect Labor Cost ‘67”‘

L—*c-n}'ﬂa%-

,. -Dealer Sl,gnature R

Or:x.gmalwarﬁ an copy must be retumed to Dz.v:s.smn Sexw.ca Manager, ,Erd c:opy for / qu

5 -:r‘fqﬂﬁ‘!ﬁw - R PR




iE ﬁ ﬁ gX Industries i\ mc

V'EIRI}{:ATION CF Glél COLE} mm KI‘I‘ g@MTION

Nﬂ{l‘“hﬂ/@“& h&r\imc{.. - Name .12,1HQ}’7W ]‘glég

Addreséfé e Ja UC...S:%' / | _Eddress 375/0 w. 2108 &)
City 'Q«MC— C-*‘I‘ ' . City W‘ TR Udﬂ:’_u
Sta.te u/t‘ zlp{"'_/_é_g State _@ R 319

Model Number: G3.4-/§3 éé"\ Serlaleber %‘gé" 3)30"’?@?3

| 21' }fg/ . By . C(Mj,w M/Z,,ﬁ,
' Dﬁect Labor Cost \_;Oﬁ

Dealer slgnature /O”L/Lc 4 /ﬂ)m /Mm/’

Or:.gmal and 2nd copy must be retuxned o DlVJ.SlOﬂ Sarvz.ce Managm:, 3rd. copy forr
dealer file. , R

380 00234?

- “: . - Y ¥ ’ - .M.-. e " ,. o ll.. :!.., ’%‘ ‘“_{% TR M =~:F.r_.--.....-,, P o Sl tr————
lEN ﬁ ﬂ%ﬂdusrﬂes Inc.

_ VSRIFIC?&TION OF Gl4 COLD WEATHER KIT INSEIIATICN

CHNER R DEALER

r———————

Name yﬁ?r\éza;\ Michael  are lg(/’niﬁé?/r)u# ‘JLZ(&IJ——'
address Lls 5’3 :/r:xb \’{‘@(" Dr. Address ?ﬂf;{y LU \? /(' 9 Q SO LJ
cry S [ . . city __| IJUC_, |

State OJ&‘ e 8‘)}/ 7-—estata (/(+ Zip 5’7&/ A e){j

Nbdelexber G4~ /‘QL!vSfa—L. Serialmrber ID/E2IE
: INS'I:AILEB :

Date 2—* ?ﬁi’ # y%w —-34 a—&@ya-/

. D:z_rect Labor Cost 2 C)

. Daaler Slgnau_:re W a/l /j .. %//)’\J -._._,-(.;;.}j . ; L




< me . o . Q"" iEﬁNHXIrdusmreslnc(“ | | A' ‘ :
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FIELD ACTIVITY CONERSHEET
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1. REGION/STAIE 7. OPERATION (Check One) 3. DATE
) Imspection ( ) Establishment Visit 1/8 & 1/20/87
SWRO/ Tx { ) Telephone Contact { ) Investigation 4. NMBER {For RO Use)
’i { Y Other
T ESTABLISHMENT
Nee Lennox Industries inc,
Address 7920 Belt Line Rd
City Dallas, State Texas Zip 75380 _ Telephone No. 980-6000
{6. RELATED FIM { ) Pareat { ) Headquarters { ) Subsidiary &) Other Fartary
Yare Lennox City _ Marshall town Stateé [pwa

7. PRODUCTS COVERED
Furnaces

5 OHER COGIER PROOUCTS
Air conditioners and humidifisrs

5. ESTABLISHMENT TYPE

0. ANNUAL PRODUCTION

{ )}haufacmrer { ) Importer Products Covered $ Proprietary Units
( ) Wholesaler ( ) Om Label Distributor Other Products  $ Units
é ;ggiikm () Repackager $300 miilion plus
1. L. S.. BUSTNESS 12. SAMPLES COLLECTED 13, MIS OODE 14. HOORS
% Receled _pedprietary Nane 32626 o —

15, REASON FOR ACTIVITY (“‘5518““’5“: Reference) Tnis inspection was regquested

by STI 87-033. It was

Conducted in accordance with written & verbal instructions received from CACA.

16. EMPLOYEE'S NAME
ZEW

TITLE

Investigator

SIGIAI\RE

1l 5 W irs

17. (- ENDORSEMENI

( ) REMARKS

( ) SUMMARY

Vi

ENDORSEMENT ATTACHED

T REVISAER'S NAME
G.Brent Bradford

TITLE
Supervisory
Investigator

19. REVIEW DATE DISTRIBUTION

1-26-87 . SWRO Compliance

cc SNRO File, CACA

CPSC FORY ND, 167 (Revised 10/85)
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{ennox Industries Inc.
Daillas, Texas

ENDORSEMENT :

CACA requested this section 15 inspection under S$TI 87-033. The purpose of the
jnspection was to determine if firm has any hazardous probiems with the high~
efficiency furnaces they manufacture. CPSC is currently invoived in a Section

15 CAP with this firm's G 14, Pulse high efficiency furnace. This inspection was
to concentrate on this firm's other high efficiency furnaces.

Inspection revealed firm manufactures only one high efficiency furnace and that is
the 6 14 Pulse, Firm claimed not to be aware of any complaints or injuries which
would indicate a Section 15 hazard with any of the furnaces they manufacture. They
stated that they also did not betieve the Section 15 CAP jnvolving their G 14
pulse was & substantial product hazard. The problem with the 6 14 Pulse was vents
were freezing in severe weather conditions,

Management refused access to consumer complaint files and other information re-
quested during this inspection.

F/U: Refer to SWRO Compliance and CACA.
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